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SUMMARY 

Lead in Priority Area (LIPA) sampling was conducted at Joint Base Anacostia-Bolling (JBAB), in 
accordance with the JBAB LIPA Sampling Plan.  Sampling was conducted in three phases:  pre-
sampling (flushing), initial screening sampling , and re-sampling.  Pre-sampling (flushing) was 
conducted on October 10, 2014, followed by initial screening sampling on October 11, 2014.  
The initial screening sample results were received October 27, 2014 with one (1) outlet noted 
as above the threshold. Re-sampling occurred November 6, 2014 after the outlet was replaced. 
Re-sampling results were all below the prescribed threshold limit of greater than 20 parts per 
billion (ppb). 

Contractor Team  

1. The sampling team was comprised of the following personnel from ROMEM Aqua Systems 
Company (RASco): 

a. Jim Judkins – Project Manager 
b. Dillon Goodell – Assistant Project Manager/Sampler 
c. Carey L. Ball – Sampler 
d. Tirrell Morgan – Sampler 
e. Hassain Taylor – Sampler 

2. Only certified samplers collected the samples.  Their drinking water sampling certifications 
are included in Appendix A. 
 

Pre-Sampling (Flushing) 

1. The drinking water system pre-sampling (flushing) occurred at each building sequentially 
from 5:20 p.m. until 10:30 p.m. on Friday, October 10, 2014. 

a. CDC III (Building 413) was secured between 5:20 and 7:30 p.m. (The facility 
cleaning crew was to remain in the facility after we flushed the outlets and left 
the building by 7:30 p.m. to ensure water was not used in the building for the 
minimum 8 hour wait period  prior to sampling). 

b. CDC I (Building 4456) was secured between 7:00 and 8:30 p.m. 

c. CDC II (Building 4455) was secured between 8:30 and 10:00 p.m. 

d. Youth Center (Building 4485) was secured between 10:00 and 10:30 p.m. 

2. Deviations from the Sampling Plan were recorded on the Chain of Custody form included in 
Appendix B and discussed below. 

 

Pre-Sampling (Flushing) Deviations:  

1. Arrived at CDC III (Building 413) at 5:20 p.m.    
a. Rooms 15 - 22, HHW sinks were the faucets with Bubblers on them. In each room, 

the LHW sinks were changed to Bubblers. 
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b. Room 16 had a broken Bubbler; it was removed from the list. 
c. Outside Water Spigot outside room 17 was not functioning. 
d. Outside Water Spigot outside the mechanical room was not accessible as the 

door was locked. 
e. Added Water Spigot outside room 13 and outside room 20. 
f. Unable to located HHWB in the lobby. 
g. Completed at 6:30 p.m. Cleaning crew was complete by 7:30 p.m. 

2. Arrived at CDC I (Building 4456) at 7:00 p.m.   
a. Added LHW sink in room 7 and two (2) in room 8. 
b. Unable to located room 32. 
c. Rooms 60, 129, and 144 were locked. 
d. Outside Water Bubblers were not functioning. 
e. Completed at 8:30 p.m. Cleaning crew was complete at 8:30 p.m. 

3. Arrived at CDC II (Building 4455) at 8:45 p.m. 
a. Outside Water Bubblers were not functioning. 
b. The HHW sink in Nurse Lobby was removed, as it was never used. 
c. Room 11 LHW removed, as it did not function properly. 
d. Room 12 Kitchen Sink for Food Prep and LHW sink were removed, as they did not 

function properly. 
e. Room 13 HHW sink was removed as it did not function properly. 
f. Completed at 10:00 p.m. Cleaning crew complete at 9:30. 

4. Arrived at Youth Center (Building 4485) at 10:15 p.m.   
a. Three (3) HHW sinks in girl's restroom were removed, as they were automatic. 
b. Completed at 10:30 p.m.  Building secured at 10:30 p.m. 

 

Initial Screening Sampling: 

1. The initial screening sampling occurred at each building sequentially from 6:45 a.m. until 
10:30 a.m. on Saturday, October 11, 2014.  

a. Youth Center (Building 4485) was sampled between 6:45 and 7:00 am. 
b. CDC I (Building 4456) was sampled between 7:45 and 8:45 a.m. 
c. CDC II (Building 4455) was sampled between 9:00 and 9:30 a.m. 
d. CDC III (Building 413) was sampled between 9:45 and 10:30 a.m. 

2. Samples were submitted to the courier for Mid-Atlantic Laboratories, Inc.  Mid-Atlantic 
Laboratories, Inc. required additional support to complete the testing and retained Summit 
Environmental Technologies as a subcontractor for its laboratory/analysis efforts.  

3. Laboratory certifications are provided in Appendix C.  
4. Results were provided on October 27, 2014 by Mid-Atlantic and are included as Appendix D.  

A map showing the location of outlets that exceeded the threshold is provided in Appendix 
E. 
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Initial Screening Sampling Deviations  

1. General:  After testing was completed, additional Commander Naval Installation Command 
(CNIC) guidance directed that ice machines and showers were not to be included in LIPA 
sampling.  Results are included for these locations; however, they were not considered for 
resampling and/or corrective action. 

2. General:  Sample deviations are captured on the Chain of Custody form found in Appendix B. 
3. Youth Center (Building 4485)  

a. Additions – None. 
b. Deletions - 3 Automatic Hand Washing Faucets removed from Samples. 

4. CDC I (Building 4456)  
a. Additions 

i. JB-4456-TOD8-LHWB-FD: Low Hand Washing Sink in the back of room 
8. 

ii. JB-4456-TOD8-LHW-FD: Low Hand Washing Sink inside room 8. 
iii. JB-4456-TOD7-LHWB-FD: Low Hand Washing Sink in the back of room 

7. 
b. Deletions 

i. 1 Faucet removed, as it was behind (typically) locked doors. 
ii. 3 Outlets were removed, as they were behind locked doors (utility 

sink, high hand washing sink, kitchen sink for food prep). 
iii. 4 Outlets outside were not functioning (Bubbler). 

5. CDC II (Building 4455). 
a. Additions – None 
b. Deletions 

i. 3 Outlets outside were not functioning (Bubbler). 
ii. 1 Faucet was removed, as it was never in use. 

iii. 4 Outlets were removed, as they were not functioning properly (high 
hand washing sink, low hand washing sink, kitchen sink for food 
prep). 

6. CDC III (Building 413). 
a. Additions – None. 
b. Deletions 

i. 1 Faucet removed, as it was not functioning. 
ii. 1 Faucet removed, as it was not located. 

c. Changes  
i. 7 Low Hand Washing Sinks were changed to Water Fountain Bubblers: 

One for each room 15 - 22, except room 16 (Bubbler was broken). 
ii. 2 Outside Water Spigots were changed to new locations: New 

locations are outside room 13 and outside room 20. 

Initial Screening Sample Results 

1. All initial sampling results are listed in Appendix D.  With exception of the location shown in 
the table below, all samples were less than the EPA recommended screening level of 20 
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parts per billion (ppb).  This location is shown on a facility floor plan provided in 
Appendix E.   

Sample ID Description 

First 
Draw 
(ppb) 

Second 
First 
Draw 
(ppb) Corrective Action Outlet Use 

JB-413-PSH18-K Kitchen Sink  21 ND Fixture Replaced 

Washing – Note: 
not typically used as a 
source of drinking 
water or for food 
preparation.  

 

2. After testing was completed, additional CNIC guidance directed that ice machines and 
showers were not to be included in the sampling, however all were found to be under the 
threshold.   

Re-sampling 

1. The re-sampling occurred at Building 413 Room 18 on November 6, 2014. 
2. Because the outlet was replaced, second first draw and a follow up flush sample were 

collected from the new outlet.  The repeat sample was below the EPA screening level; 
therefore it was not necessary to analyze the follow up flush sample.  The “Second First 
Draw” sample is identified as “2FD” in the sample identification.  “Follow up flush after 30 
seconds” sample was collected and labeled with “FF30.”   

3. One outlet needed re-testing with two samples collected: 
a. JB-413-PSH18-K-2FD 
b. JB-413-PSH18-K-FF30 

4. Securing: The outlet was flushed at 6:45 a.m. and then secured at 7:00 a.m. on November 6, 
2014.  

5. Sampling: The second first draw and follow up flush after 30 seconds samples were collected 
from the outlet at 03:20 p.m. on November 6, 2014.  There were no deviations from the 
sampling plan.  

6. Samples were sent to Phase Separation (Testing Laboratory) on Monday, November 11, 2014 
via UPS Shipment (Tracking Number 1Z2E17850310026499) with no issues to report. 

7. Re-sample results with its chain of custody are listed in Appendix F. 
8. All outlets now comply with the mandatory requirement of less than 20 ppb.  

Additional LIPA Requirements 

1. OPNAVINST 5090.1D Environmental Readiness Program Manual dictates that LIPA sampling 
will be repeated every 5 years and / or whenever a priority area outlet is added, repaired 
or replaced.   

2. Records for LIPA Sampling must be kept for a minimum of 12 years.   
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Appendix A   
Sampler Certifications 

RASco Personnel who performed the sampling were trained with the Maryland MDE Water 
sampler certification.  Enclosed are copies of their certifications. 
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Appendix B    
Chain of Custody 

 

A copy of the Chain of Custody form (approved with the Sampling Plan) is enclosed.  The 
original Chain of Custody form remained with the samples and is maintained by the Laboratory. 
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Appendix C   
Laboratory Certificates  

Laboratory work was provided by: 

 

Mid-Atlantic Laboratories, Inc. 
Port Royal, VA 22535 

 

Summit Environmental Technologies, Inc. 
Cuyahoga Falls, OH 44223 

 

Phase Separation Science, Inc. 
6630 Baltimore National Pike 

Baltimore, MD  21228 
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DEPARTMENT OF THE ENVIRONMENT 
WATER SUPPLY PROGRAM 

Certifies That 
PHASE SEPARATION SCIENCE, INC. 

6630 Baltimore National Pike, Baltimore, MD 21228 

Having dulY met the requirements of the 
Regulations Governing Laboratory Certification 

And Standards ofPeiformance In Accordance With 
The Annotated Code of Maryland, 

is herelry approved as a 

To peiform the analYses indicated on the Annual Certified Parameter List, 
which must accompany this certificate. 

Certification # ___ 1:....:..7-=...9----

Date Issued October 29, 2013 

Expiration Date December 31,2014 
(Not Transferable) dministrator, Water Supply Program 

This certification is subject to unannounced laboratory inspections 

CONSPICUOUSLY DISPLAY IN THE LABORATORY WITH THE ANNUAL CERTIFIED PARAMETER LIST. MDE00972 
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Issued Date: October 29,2013 
Expiration Date: December 31, 2014 

MARYLAND DEPARTMENT OF THE ENVIRONMENT 
1800 Washington Boulevard. Baltimore MD 21230 

:!Y'U2~! 410-537-3000 • 1-800-633-6101 • www.mde.maryland.gov 

Martin O'Malley 
Governor 

Anthony G. Brown 
Lieutenant Governor 

Robert M. Summers, Ph.D. 
Secretary 

SDWA ANNUAL CERTIFIED PARAMETER LIST 
Phase Separation Science, Inc. 

6630 Baltimore National Pike 

Baltimore, MD 21228 

ANALYTE 

1,1,1-Trichloroethane 

1,1,2-Trichloroethane 

1,1-Dichloroethylene 

1,2,4-Trichlorobenzene 

1,2-Dichlorobenzene 

1,2-Dichloroethane 

1,2-Dichloropropane 

1,4-Dichlorobenzene 

Antimony 

Arsenic 

Barium 

Benzene 

Beryllium 

Bromodichloromethane 

Bromoform 

Cadmium 

Carbon Tetrachloride 

ChI oro benzene 

Chlorodibromomethane 

Chloroform 

Chromium 

cis-1,2-Dichloroethene 

Copper 

~ Recycled Paper 

METHOD 

EPA 524.2, Rev. 4.1 

EPA 524.2, Rev. 4.1 

EPA 524.2, Rev. 4.1 

EPA 524.2, Rev. 4.1 

EPA 524.2, Rev. 4.1 

EPA 524.2, Rev. 4.1 

EPA 524.2, Rev. 4.1 

EPA 524.2, Rev. 4.1 

EPA 200.8, Rev. 5.4 

EPA 200.8, Rev. 5.4 

EPA 200.8, Rev. 5.4 

EPA 524.2, Rev. 4.1 

EPA 200.8, Rev. 5.4 

EPA 524.2, Rev. 4.1 

EPA 524.2, Rev. 4.1 

EPA 200.8, Rev. 5.4 

EPA 524.2, Rev. 4.1 

EPA 524.2, Rev. 4.1 

EPA 524.2, Rev. 4.1 

EPA 524.2, Rev. 4.1 

EPA 200.8, Rev. 5.4 

EPA 524.2, Rev. 4.1 

EPA 200.8, Rev. 5.4 
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www.mde.maryland.gov 

John Richardson 

Certificate # 179 

EPA ill # MD00074 

STATUS 

Certified 

Certified 

Certified 

Certified 

Certified 

Certified 

Certified 

Certified 

Certified 

Certified 

Certified 

Certified 

Certified 

Certified 

Certified 

Certified 

Certified 

Certified 

Certified 

Certified 

Certified 

Certified 

Certified 

TIY Users 1-800-735-2258 

Via Maryland Relay Service 
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Expiration Date: December 31,2014 

MARYLAND DEPARTMENT OF THE ENVIRONMENT 
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M;!?J~. 410-537-3000 • 1-800-633-6101 • www.mde.maryland.gov 
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Governor 

Anthony G. Brown 
Lieutenant Governor 

Robert M. Summers, Ph.D. 
Secretary 

SDWA ANNUAL CERTIFIED PARAMETER LIST 
Phase Separation Science, Inc. 

6630 Baltimore National Pike 

Baltimore, MD 21228 

ANALYTE 

Cyanide 

Dichloromethane 

Ethylbenzene 

Fluoride 

Lead 

Mercury 

Nitrate 

Nitrite 

Selenium 

Styrene 

Tetrachloroethylene 

Thallium 

Toluene 

Total Trihalomethanes 

trans-1 ,2-Dichloroethene 

Trichloroethylene 

Vinyl Chloride 

(total) Xylenes 

~ Recycled Paper 

METHOD 

SM 4500 CN - C, E, 18th ed. 

EPA 524.2, Rev. 4.1 

EPA 524.2, Rev. 4.1 

EPA 300.0, Rev. 2.1 

EPA 200.8, Rev. 5.4 

EPA 200.8, Rev. 5.4 

EPA 300.0, Rev. 2.1 

EPA 300.0, Rev. 2.1 

EPA 200.8, Rev. 5.4 

EPA 524.2, Rev. 4.1 

EPA 524.2, Rev. 4.1 

EPA 200.8, Rev. 5.4 

EPA 524.2, Rev. 4.1 

EPA 524.2, Rev. 4.1 

EPA 524.2, Rev. 4.1 

EPA 524.2, Rev. 4.1 

EPA 524.2, Rev. 4.1 

EPA 524.2, Rev. 4.1 
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STATUS 

Certified 

Certified 

Certified 

Certified 

Certified 

Certified 

Certified 

Certified 

Certified 

Certified 
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Certified 

Certified 

Certified 

Certified 

TrY Users 1-800-735-2258 

Via Maryland Relay Service 
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Appendix D   
Laboratory Results 

 

Laboratory results for the initial testing were performed by Mid-Atlantic Laboratories.  Mid-
Atlantic required additional support to complete the testing and retained Summit 
Environmental Technologies as a subcontractor for its laboratory/analysis efforts. 
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Appendix E   
Location of Outlet 

Exceeding the Threshold 
 



Joint Base Anacostia-Bolling 
Representative Room 

JBAB 
Building 413 
Rooms 15-22 

1 

2 

3 

4 

1 

2 

3 

4 

HIGH HAND WASHING (adults) JB-413-PSH22-HHW-FD 

KITCHEN SINK FOR FOOD PREP JB-413-PSH22-K-FD 

LOW HAND WASHING FAUCET (youth) JB-413-PSH22-LHWA-FD 

LOW HAND WASHING FAUCET (youth) JB-413-PSH22-LHWB-FD 

10A1401127003/Joint Base Anacostia-Bolling 
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E2

LT-User 2
Oval

LT-User 2
Text Box
This hit is in the Kitchen Sink For Food Prep in this room

LT-User 2
Text Box
ROOM 18 has a slightly different orientation
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Appendix F   
Re-Sampling Results and 
Chain of Custody Forms 

 

 

Phase Separation Science from Baltimore, Maryland performed the re-sampling requirements.   

 



No: 14111005
Rasco, Inc.,  Woodbridge, VA

Project ID: 10A1401127/003

November 17, 2014

CERTIFICATE OF ANALYSIS

PHASE
SEPARATION

SCIENCE,
INC.

OFFICES:
6630 BALTIMORE NATIONAL PIKE
ROUTE 40 WEST
BALTIMORE, MD 21228
410-747-8770
800-932-9047
FAX 410-788-8723

Project Name: LIPA
Project Location: JBAB

11/10/2014 11:00Date/Time Received:
11/06/2014 15:30Date/Time Sampled: 14111005-001PSS Sample ID:

DRINKING WATERMatrix: 
JB-413-PSH18-K-2FD Sample ID:

Total Lead Analytical Method:

11/12/14 18:34

200.8Preparation Method: 

11/11/14Lead

Result

 1.0

Flag

ug/L

Units

1ND

EPA 200.8

1033

AnalystPrepared Analyzed
  

DilRL
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