
APPENDIX  E - Summary Results Table
Priority Areas Lead Testing and Corrective Actions (05/2020) 

NSF-Dahlgren CDC I
Building No: 437

E-1 Enclosure (1)

Table 1. Summary of Results

CATEGORY SAMPLE
ID

Outlet Description Comments First Draw 
(ppb)

Retest 
required?

Date Fixture
Secured? 

(See Note 1)

Water Fountain 
15 min. Follow up Flush 
Sample - Collected day 

before First Draw 
Sampling

(ppb)

First Draw  
(ppb)

Follow up Flush
- Collected 30 seconds 

after First Draw 
Sampling

(ppb) 

Description First Draw 
(ppb)

(See note 2)

Follow up Flush
- Collected 30 seconds 

after First Draw Sampling
(ppb) 

SAMPLING DATE 8/10/2019 8/10/2019 8/10/2019 8/10/2019

RESULTS DATE 8/23/2019 8/23/2019 8/23/2019 8/23/2019

DRINKING DH-437-INF101-WFB-FD WATER FOUNTAIN (BUBBLER)-, 101-Infant Room- non-detect NO N/A N/A N/A N/A Routine Control Measures Only N/A N/A

DRINKING DH-437-INF102-WFB-FD WATER FOUNTAIN (BUBBLER)-, 102-Infant Room- non-detect NO N/A N/A N/A N/A Routine Control Measures Only N/A N/A

DRINKING DH-437-TOD103-WFB-FD WATER FOUNTAIN (BUBBLER)-, 103-Toddler Room- non-detect NO N/A N/A N/A N/A Routine Control Measures Only N/A N/A

DRINKING DH-437-INF104-WFB-FD WATER FOUNTAIN (BUBBLER)-, 104-Infant Room- non-detect NO N/A N/A N/A N/A Routine Control Measures Only N/A N/A

DRINKING DH-437-TOD106-WFB-FD WATER FOUNTAIN (BUBBLER)-, 106-Toddler Room- non-detect NO N/A N/A N/A N/A Routine Control Measures Only N/A N/A

DRINKING DH-437-TOD108-WFB-FD WATER FOUNTAIN (BUBBLER)-0, 108-Toddler Room-0 non-detect NO N/A N/A N/A N/A Routine Control Measures Only N/A N/A

DRINKING DH-437-TOD111-WFB-FD WATER FOUNTAIN (BUBBLER)-, 111-Toddler Room- non-detect NO N/A N/A N/A N/A Routine Control Measures Only N/A N/A

DRINKING DH-437-HLW112-WFCA-FD WATER FOUNTAIN (COOLER)-A, 112-Hallway-A non-detect NO N/A N/A N/A N/A Routine Control Measures Only N/A N/A

DRINKING DH-437-HLW112-WFCB-FD WATER FOUNTAIN (COOLER)-B, 112-Hallway-B non-detect NO N/A N/A N/A N/A Routine Control Measures Only N/A N/A

DRINKING DH-437-TOD113-WFB-FD WATER FOUNTAIN (BUBBLER)-, 113-Toddler Room- non-detect NO N/A N/A N/A N/A Routine Control Measures Only N/A N/A

DRINKING DH-437-TOD115-WFB-FD WATER FOUNTAIN (BUBBLER)-, 115-Toddler Room- non-detect NO N/A N/A N/A N/A Routine Control Measures Only N/A N/A

COOKING DH-437-INF101-KA-FD KITCHEN SINK FOR FOOD PREP-A, 101-Infant Room-A non-detect NO N/A N/A N/A N/A Routine Control Measures Only N/A N/A

COOKING DH-437-INF101-KB-FD KITCHEN SINK FOR FOOD PREP-B, 101-Infant Room-B non-detect NO N/A N/A N/A N/A Routine Control Measures Only N/A N/A

COOKING DH-437-INF102-KA-FD KITCHEN SINK FOR FOOD PREP-A, 102-Infant Room-A non-detect NO N/A N/A N/A N/A Routine Control Measures Only N/A N/A

COOKING DH-437-INF102-KB-FD KITCHEN SINK FOR FOOD PREP-B, 102-Infant Room-B non-detect NO N/A N/A N/A N/A Routine Control Measures Only N/A N/A

COOKING DH-437-TOD103-KA-FD KITCHEN SINK FOR FOOD PREP-A, 103-Toddler Room-A non-detect NO N/A N/A N/A N/A Routine Control Measures Only N/A N/A

COOKING DH-437-TOD103-KB-FD KITCHEN SINK FOR FOOD PREP-B, 103-Toddler Room-B non-detect NO N/A N/A N/A N/A Routine Control Measures Only N/A N/A

COOKING DH-437-INF104-KA-FD KITCHEN SINK FOR FOOD PREP-A, 104-Infant Room-A non-detect NO N/A N/A N/A N/A Routine Control Measures Only N/A N/A

COOKING DH-437-INF104-KB-FD KITCHEN SINK FOR FOOD PREP-B, 104-Infant Room-B non-detect NO N/A N/A N/A N/A Routine Control Measures Only N/A N/A

COOKING DH-437-TOD106-KA-FD KITCHEN SINK FOR FOOD PREP-A, 106-Toddler Room-A non-detect NO N/A N/A N/A N/A Routine Control Measures Only N/A N/A

COOKING DH-437-TOD106-KB-FD KITCHEN SINK FOR FOOD PREP-B, 106-Toddler Room-B non-detect NO N/A N/A N/A N/A Routine Control Measures Only N/A N/A

COOKING DH-437-TOD108-KA-FD KITCHEN SINK FOR FOOD PREP-A, 108-Toddler Room-A non-detect NO N/A N/A N/A N/A Routine Control Measures Only N/A N/A

COOKING DH-437-TOD108-KB-FD KITCHEN SINK FOR FOOD PREP-B, 108-Toddler Room-B non-detect NO N/A N/A N/A N/A Routine Control Measures Only N/A N/A

COOKING DH-437-TOD111-KA-FD KITCHEN SINK FOR FOOD PREP-A, 111-Toddler Room-A non-detect NO N/A N/A N/A N/A Routine Control Measures Only N/A N/A

COOKING DH-437-TOD111-KB-FD KITCHEN SINK FOR FOOD PREP-B, 111-Toddler Room-B non-detect NO N/A N/A N/A N/A Routine Control Measures Only N/A N/A

COOKING DH-437-TOD113-KA-FD KITCHEN SINK FOR FOOD PREP-A, 113-Toddler Room-A non-detect NO N/A N/A N/A N/A Routine Control Measures Only N/A N/A

COOKING DH-437-TOD113-KB-FD KITCHEN SINK FOR FOOD PREP-B, 113-Toddler Room-B non-detect NO N/A N/A N/A N/A Routine Control Measures Only N/A N/A

COOKING DH-437-TOD115-KA-FD KITCHEN SINK FOR FOOD PREP-A, 115-Toddler Room-A non-detect NO N/A N/A N/A N/A Routine Control Measures Only N/A N/A

COOKING DH-437-TOD115-KB-FD KITCHEN SINK FOR FOOD PREP-B, 115-Toddler Room-B 1.4 NO N/A N/A N/A N/A Routine Control Measures Only N/A N/A

COOKING DH-437-KK-KSP-FD KiTCHEN SINK SPRAYER-B, 122-Kitchen-B non-detect NO N/A N/A N/A N/A Routine Control Measures Only N/A N/A

COOKING DH-437-KK-HHWB-FD HIGH HAND WASHING (adults)-B, K-Kitchen-B non-detect NO N/A N/A N/A N/A Routine Control Measures Only N/A N/A

COOKING DH-437-KK-HHWC-FD HIGH HAND WASHING (adults)-C, K-Kitchen-C non-detect NO N/A N/A N/A N/A Routine Control Measures Only N/A N/A

COOKING DH-437-KK-HHWD-FD HIGH HAND WASHING (adults)-D, K-Kitchen-D non-detect NO N/A N/A N/A N/A Routine Control Measures Only N/A N/A

COOKING DH-437-KK-KSP-FD KITCHEN SPRAYER, K-Kitchen non-detect NO N/A N/A N/A N/A Routine Control Measures Only N/A N/A

WASHING DH-437-INF101-HHW-FD HIGH HAND WASHING (adults)-, 101-Infant Room- non-detect NO N/A N/A N/A N/A Routine Control Measures Only N/A N/A

WASHING DH-437-INF101-LHWA-FD LOW HAND WASHING FAUCET (youth)-A, 101-Infant Room-A 16.6 YES NA NA NA N/A Replace Fixture 3.1 N/A

WASHING DH-437-INF101-LHWB-FD LOW HAND WASHING FAUCET (youth)-B, 101-Infant Room-B 7.0 NO N/A N/A N/A N/A Routine Control Measures Only N/A N/A

WASHING DH-437-INF101-LHWC-FD LOW HAND WASHING FAUCET (youth)-C, 101-Infant Room-C 2.8 NO N/A N/A N/A N/A Routine Control Measures Only N/A N/A

WASHING DH-437-INF102-HHW-FD HIGH HAND WASHING (adults)-, 102-Infant Room- non-detect NO N/A N/A N/A N/A Routine Control Measures Only N/A N/A

WASHING DH-437-INF102-LHWA-FD LOW HAND WASHING FAUCET (youth)-A, 102-Infant Room-A 24.7 YES NA NA NA N/A Replace Fixture 1.8 N/A

WASHING DH-437-INF102-LHWC-FD LOW HAND WASHING FAUCET (youth)-A, 102-Infant Room-A 1.5 NO N/A N/A N/A N/A Routine Control Measures Only N/A N/A

WASHING DH-437-TOD103-HHW-FD HIGH HAND WASHING (adults)-, 103-Toddler Room- non-detect NO N/A N/A N/A N/A Routine Control Measures Only N/A N/A

WASHING DH-437-TOD103-LHWA-FD LOW HAND WASHING FAUCET (youth)-A, 103-Toddler Room-A non-detect NO N/A N/A N/A N/A Routine Control Measures Only N/A N/A

WASHING DH-437-TOD103-LHWB-FD LOW HAND WASHING FAUCET (youth)-B, 103-Toddler Room-B non-detect NO N/A N/A N/A N/A Routine Control Measures Only N/A N/A

WASHING DH-437-INF104-HHW-FD HIGH HAND WASHING (adults)-, 104-Infant Room- non-detect NO N/A N/A N/A N/A Routine Control Measures Only N/A N/A

WASHING DH-437-INF104-LHWA-FD LOW HAND WASHING FAUCET (youth)-A, 104-Infant Room-A 17.6 YES NA NA NA N/A Replace Fixture 1.8 N/A

WASHING DH-437-INF104-LHWB-FD LOW HAND WASHING FAUCET (youth)-B, 104-Infant Room-B 23.1 YES NA NA NA N/A Replace Fixture 1.5 N/A

WASHING DH-437-INF104-LHWC-FD LOW HAND WASHING FAUCET (youth)-C, 104-Infant Room-C non-detect NO N/A N/A N/A N/A Routine Control Measures Only N/A N/A

WASHING DH-437-Bath105-HHW-FD HIGH HAND WASHING (adults)-, 105-Bathroom Faucets- non-detect NO N/A N/A N/A N/A Routine Control Measures Only N/A N/A

WASHING DH-437-TOD106-HHW-FD HIGH HAND WASHING (adults)-, 106-Toddler Room- non-detect NO N/A N/A N/A N/A Routine Control Measures Only N/A N/A

WASHING DH-437-TOD106-LHWA-FD LOW HAND WASHING FAUCET (youth)-A, 106-Toddler Room-A 8.5 NO N/A N/A N/A N/A Routine Control Measures Only N/A N/A

WASHING DH-437-TOD106-LHWB-FD LOW HAND WASHING FAUCET (youth)-B, 106-Toddler Room-B 6.9 NO N/A N/A N/A N/A Routine Control Measures Only N/A N/A

WASHING DH-437-TOD106-LHWC-FD LOW HAND WASHING FAUCET (youth)-C, 106-Toddler Room-C non-detect NO N/A N/A N/A N/A Routine Control Measures Only N/A N/A

WASHING DH-437-Bath107-HHW-FD HIGH HAND WASHING (adults)-, 107-Bathroom Faucets- non-detect NO N/A N/A N/A N/A Routine Control Measures Only N/A N/A

WASHING DH-437-TOD108-HHW-FD HIGH HAND WASHING (adults)-, 108-Toddler Room- non-detect NO N/A N/A N/A N/A Routine Control Measures Only N/A N/A

WASHING DH-437-TOD108-LHWA-FD LOW HAND WASHING FAUCET (youth)-A, 108-Toddler Room-A 3.7 NO N/A N/A N/A N/A Routine Control Measures Only N/A N/A

WASHING DH-437-TOD108-LHWB-FD LOW HAND WASHING FAUCET (youth)-B, 108-Toddler Room-B 4.8 NO N/A N/A N/A N/A Routine Control Measures Only N/A N/A

WASHING DH-437-TOD108-LHWC-FD LOW HAND WASHING FAUCET (youth)-C, 108-Toddler Room-C non-detect NO N/A N/A N/A N/A Routine Control Measures Only N/A N/A

WASHING DH-437-TL110-HHW-FD HIGH HAND WASHING (adults)-0, 110-Teacher's Lounge-0 non-detect NO N/A N/A N/A N/A Routine Control Measures Only N/A N/A

WASHING DH-437-TOD111-HHW-FD HIGH HAND WASHING (adults)-0, 111-Toddler Room-0 non-detect NO N/A N/A N/A N/A Routine Control Measures Only N/A N/A

WASHING DH-437-TOD111-LHWA-FD LOW HAND WASHING FAUCET (youth)-A, 111-Toddler Room-A non-detect NO N/A N/A N/A N/A Routine Control Measures Only N/A N/A

WASHING DH-437-TOD111-LHWB-FD LOW HAND WASHING FAUCET (youth)-B, 111-Toddler Room-B non-detect NO N/A N/A N/A N/A Routine Control Measures Only N/A N/A

WASHING DH-437-TOD113-HHW-FD HIGH HAND WASHING (adults)-, 113-Toddler Room- non-detect NO N/A N/A N/A N/A Routine Control Measures Only N/A N/A

WASHING DH-437-TOD113-LHWA-FD LOW HAND WASHING FAUCET (youth)-A, 113-Toddler Room-A non-detect NO N/A N/A N/A N/A Routine Control Measures Only N/A N/A

WASHING DH-437-TOD113-LHWB-FD LOW HAND WASHING FAUCET (youth)-B, 113-Toddler Room-B non-detect NO N/A N/A N/A N/A Routine Control Measures Only N/A N/A

WASHING DH-437-TOD115-HHW-FD HIGH HAND WASHING (adults)-, 115-Toddler Room- non-detect NO N/A N/A N/A N/A Routine Control Measures Only N/A N/A

WASHING DH-437-TOD115-LHWA-FD LOW HAND WASHING FAUCET (youth)-A, 115-Toddler Room-A non-detect NO N/A N/A N/A N/A Routine Control Measures Only N/A N/A

WASHING DH-437-TOD115-LHWB-FD LOW HAND WASHING FAUCET (youth)-B, 115-Toddler Room-B non-detect NO N/A N/A N/A N/A Routine Control Measures Only N/A N/A

WASHING DH-437-OFF120A-HHW-FD HIGH HAND WASHING (adults)-, 120A-OFFICE-Bathroom non-detect NO N/A N/A N/A N/A Routine Control Measures Only N/A N/A

WASHING DH-437-OFF120B-LHW-FD LOW HAND WASHING FAUCET (youth)-, 120B-Nurse Room - 3.6 NO N/A N/A N/A N/A Routine Control Measures Only N/A N/A

Table 2. Summary Statistics
INITIAL SAMPLING RESULTS POST REMEDIATION RESULTS 

First Draw (ppb) First Draw (ppb) 

11 0 15

0 0

23 0

0 0

36 4

4 0

70 4

4 0

POST REMEDIATION SAMPLING RESULTS

Lead Screening Level of 15ppb Recommeded Level = 15ppb

CORRECTIVE ACTIONSSAMPLING LOCATION DESCRIPTION INITIAL SAMPLING RESULTS RE-SAMPLING RESULTS

Total Drinking
0 0 0

CATEGORY RE-SAMPLING RESULTS

Lead Screening Level of 15ppb

Water Fountain 
Follow up Flush Sample - Collected 

day before First Draw Sampling
(ppb)

First Draw (ppb) Follow up Flush
- Collected 30 seconds after First Draw 

Sampling
(ppb) 

Total Drinking > 15 ppb
0 0 0

Total Cook
0 0 0

0 0 0
Total Washing

0 0 0

10/17/2019

10/31/2019

Notes: 
¹ Affected outlets were immediately secured after receiving verbal communication from the lab on results exceeding the recommended level of 15 ppb.
² Post-remediation sampling was conducted.  Additional  corrective actions were implemented and final results below recommended level of 15 ppb for sample collected and are shown on the table.

Total Samples > 15 ppb
0 0 0

Total Washing > 15 ppb
0 0 0

Total Samples
0 0 0

Total Cook> 15 ppb



APPENDIX  E - Sample Results Table
Priority Areas Lead Testing and Corrective Actions (05/2020) 

NSF-Dahlgren CDC II
Building No: 212

E-2 Enclosure (1)

Table 1. Summary of Results

CATEGORY SAMPLE
ID

Outlet Description Comments First Draw 
(ppb)

Retest required? Date Fixture
Secured? 

(See Note 1)

Water Fountain 
15 min. Follow up Flush 
Sample - Collected day 

before First Draw 
Sampling

(ppb)

First Draw  
(ppb)

Follow up Flush
- Collected 30 seconds 

after First Draw 
Sampling

(ppb) 

Description First Draw 
(ppb)

(See note 2)

Follow up Flush
- Collected 30 seconds after 

First Draw Sampling
(ppb) 

SAMPLING DATE 8/10/2019 8/10/2019 8/10/2019 8/10/2019

RESULTS DATE 8/22/2019 8/22/2019 8/22/2019 8/22/2019

DRINKING DH-212-HLW119-WFC-FD 23: DH-212-HLW119-WFC-FD 1st Draw non-detect NO N/A N/A N/A N/A Routine Control Measures Only N/A N/A

COOKING DH-212-INF105-K-FD -KITCHEN SINK FOR FOOD PREP, 105-Infant Room non-detect NO N/A N/A N/A N/A Routine Control Measures Only N/A N/A

COOKING DH-212-K108-HHWA-FD A-HIGH HAND WASHING (adults), 108-Kitchen non-detect NO N/A N/A N/A N/A Routine Control Measures Only N/A N/A

COOKING DH-212-K108-HHWB-FD B-HIGH HAND WASHING (adults), 108-Kitchen non-detect NO N/A N/A N/A N/A Routine Control Measures Only N/A N/A

COOKING DH-212-K108-HHWC-FD C-HIGH HAND WASHING (adults), 108-Kitchen non-detect NO N/A N/A N/A N/A Routine Control Measures Only N/A N/A

COOKING DH-212-K108-KSPA-FD A-KITCHEN SPRAYER (FRONT), 108-Kitchen non-detect NO N/A N/A N/A N/A Routine Control Measures Only N/A N/A

COOKING DH-212-K108-KSPB-FD B-KITCHEN SPRAYER (BACK), 108-Kitchen non-detect NO N/A N/A N/A N/A Routine Control Measures Only N/A N/A

WASHING DH-212-TOD101-HHW-FD -HIGH HAND WASHING (adults), 101-Toddler Room non-detect NO N/A N/A N/A N/A Routine Control Measures Only N/A N/A

WASHING DH-212-TOD101-LHWA-FD A-LOW HAND WASHING FAUCET (youth), 101-Toddler Room non-detect NO N/A N/A N/A N/A Routine Control Measures Only N/A N/A

WASHING DH-212-TOD101-LHWB-FD B-LOW HAND WASHING FAUCET (youth), 101-Toddler Room non-detect NO N/A N/A N/A N/A Routine Control Measures Only N/A N/A

WASHING DH-212-TOD103-HHW-FD -HIGH HAND WASHING (adults), 103-Toddler Room non-detect NO N/A N/A N/A N/A Routine Control Measures Only N/A N/A

WASHING DH-212-TOD103-LHWA-FD A-LOW HAND WASHING FAUCET (youth), 103-Toddler Room non-detect NO N/A N/A N/A N/A Routine Control Measures Only N/A N/A

WASHING DH-212-TOD103-LHWB-FD B-LOW HAND WASHING FAUCET (youth), 103-Toddler Room 1.5 ug/L NO N/A N/A N/A N/A Routine Control Measures Only N/A N/A

WASHING DH-212-INF105-HHW-FD -HIGH HAND WASHING (adults), 105-Infant Room non-detect NO N/A N/A N/A N/A Routine Control Measures Only N/A N/A

WASHING DH-212-TOD109-HHW-FD -HIGH HAND WASHING (adults), 109-Toddler Room non-detect NO N/A N/A N/A N/A Routine Control Measures Only N/A N/A

WASHING DH-212-TOD109-LHWA-FD A-LOW HAND WASHING FAUCET (youth), 109-Toddler Room non-detect NO N/A N/A N/A N/A Routine Control Measures Only N/A N/A

WASHING DH-212-TOD109-LHWB-FD B-LOW HAND WASHING FAUCET (youth), 109-Toddler Room non-detect NO N/A N/A N/A N/A Routine Control Measures Only N/A N/A

WASHING DH-212-TOD112-HHW-FD -HIGH HAND WASHING (adults), 112-Toddler Room non-detect NO N/A N/A N/A N/A Routine Control Measures Only N/A N/A

WASHING DH-212-TOD112-LHWA-FD A-LOW HAND WASHING FAUCET (youth), 112-Toddler Room non-detect NO N/A N/A N/A N/A Routine Control Measures Only N/A N/A

WASHING DH-212-TOD112-LHWB-FD B-LOW HAND WASHING FAUCET (youth), 112-Toddler Room non-detect NO N/A N/A N/A N/A Routine Control Measures Only N/A N/A

WASHING DH-212-RM113-HHW-FD -HIGH HAND WASHING (adults), 113-Nursing Room non-detect NO N/A N/A N/A N/A Routine Control Measures Only N/A N/A

WASHING DH-212-STR117-HHW-FD -HIGH HAND WASHING (adults), 117-Bathroom Faucets (Hallway) non-detect NO N/A N/A N/A N/A Routine Control Measures Only N/A N/A

WASHING DH-212-TL126-HHW-FD -HIGH HAND WASHING (adults), 126-Teacher's Lounge 1.5 ug/L NO N/A N/A N/A N/A Routine Control Measures Only N/A N/A

WASHING DH-212-TL126-HHW-FD -HIGH HAND WASHING (Handicap), 126-Teacher's Lounge non-detect NO N/A N/A N/A N/A Routine Control Measures Only N/A N/A

Table 2. Summary Statistics
INITIAL SAMPLING RESULTS POST REMEDIATION RESULTS 

First Draw (ppb) First Draw (ppb) 

1 0 15

0 0

6 0

0 0

17 0

0 0

24 0

0 0

SAMPLING LOCATION DESCRIPTION INITIAL SAMPLING RESULTS RE-SAMPLING RESULTS CORRECTIVE ACTIONS POST REMEDIATION SAMPLING RESULTS

Lead Screening Level of 15ppb Recommeded Level = 15ppb

mm/dd/yyyy

mm/dd/yyyy

Notes: 
¹ Affected outlets were immediately secured after receiving verbal communication from the lab on results exceeding the recommended level of 15 ppb.
² Post-remediation sampling was conducted.  Additional  corrective actions were implemented and final results below recommended level of 15 ppb for sample collected and are shown on the table.

CATEGORY RE-SAMPLING RESULTS

Lead Screening Level of 15ppb

Water Fountain 
Follow up Flush Sample - Collected day 

before First Draw Sampling
(ppb)

First Draw (ppb) Follow up Flush
- Collected 30 seconds after First Draw 

Sampling
(ppb) 

Total Drinking
0 0 0

Total Drinking > 15 ppb
0 0 0

Total Cook
0 0 0

Total Cook> 15 ppb
0 0 0

Total Washing
0 0 0

Total Washing > 15 ppb
0 0 0

Total Samples
0 0 0

Total Samples > 15 ppb
0 0 0



APPENDIX  E - Summary Results Table
Priority Areas Lead Testing and Corrective Actions (05/2020) 

NSF-Dahlgren School
Building No: 193

E-3 Enclosure (1)

Table 1. Summary of Results

CATEGORY SAMPLE
ID

Outlet Description Comments First Draw 
(ppb)

Retest 
required?

Date Fixture
Secured? 

(See Note 1)

Water Fountain 
15 min. Follow up Flush 
Sample - Collected day 

before First Draw 
Sampling

(ppb)

First Draw  
(ppb)

Follow up Flush
- Collected 30 seconds 

after First Draw 
Sampling

(ppb) 

Description First Draw 
(ppb)

(See note 2)

Follow up Flush
- Collected 30 seconds 

after First Draw Sampling
(ppb) 

SAMPLING DATE 8/10/2019 8/10/2019 8/10/2019 8/10/2019

RESULTS DATE 8/23/2019 8/23/2019 8/23/2019 8/23/2019

DRINKING DH-SCHOOL-RM101-WFB-FD WATER FOUNTAIN (BUBBLER)-, 101-Classroom Sinks non-detect NO N/A N/A N/A N/A Routine Control Measures Only N/A N/A

DRINKING DH-SCHOOL-RM102-WFB-FD WATER FOUNTAIN (BUBBLER)-, 102-Classroom Sinks non-detect NO N/A N/A N/A N/A Routine Control Measures Only N/A N/A

DRINKING DH-SCHOOL-HLW106-WFC-FD WATER FOUNTAIN (COOLER)-, 106-Hallway non-detect NO N/A N/A N/A N/A Routine Control Measures Only N/A N/A

DRINKING DH-SCHOOL-RM108-WFB-FD WATER FOUNTAIN (BUBBLER)-, 108-Classroom Sinks non-detect NO N/A N/A N/A N/A Routine Control Measures Only N/A N/A

DRINKING DH-SCHOOL-RM109-WFB-FD WATER FOUNTAIN (BUBBLER)-, 109-Classroom Sinks non-detect NO N/A N/A N/A N/A Routine Control Measures Only N/A N/A

DRINKING DH-SCHOOL-RM110-WFB-FD WATER FOUNTAIN (BUBBLER)-, 110-Classroom Sinks non-detect NO N/A N/A N/A N/A Routine Control Measures Only N/A N/A

DRINKING DH-SCHOOL-RM111-WFB-FD WATER FOUNTAIN (BUBBLER)-, 111-Classroom Sinks non-detect NO N/A N/A N/A N/A Routine Control Measures Only N/A N/A

DRINKING DH-SCHOOL-RM112-HIGH-WFCA-FD WATER FOUNTAIN (COOLER)-High-A, 112-Classroom Sinks 1.5 NO N/A N/A N/A N/A Routine Control Measures Only N/A N/A

DRINKING DH-SCHOOL-RM112-LOW-WFCB-FD WATER FOUNTAIN (COOLER)-Low-B, 112-Classroom Sinks 1.8 NO N/A N/A N/A N/A Routine Control Measures Only N/A N/A

DRINKING DH-SCHOOL-RM118-WFB-FD WATER FOUNTAIN (BUBBLER)-B, 118-Classroom Sinks non-detect NO N/A N/A N/A N/A Routine Control Measures Only N/A N/A

DRINKING DH-SCHOOL-HLW118-WFCA-FD WATER FOUNTAIN (COOLER)-A, 118-Hallway non-detect NO N/A N/A N/A N/A Routine Control Measures Only N/A N/A

DRINKING DH-SCHOOL-HLW118-WFCB-FD WATER FOUNTAIN (COOLER)-B, 118-Hallway non-detect NO N/A N/A N/A N/A Routine Control Measures Only N/A N/A

DRINKING DH-SCHOOL-RM124-WFB-FD WATER FOUNTAIN (BUBBLER)-0, 124-Classroom Sinks 2.4 NO N/A N/A N/A N/A Routine Control Measures Only N/A N/A

DRINKING DH-SCHOOL-RM125-WFB-FD WATER FOUNTAIN (BUBBLER)-0, 125-Classroom Sinks 1.5 NO N/A N/A N/A N/A Routine Control Measures Only N/A N/A

DRINKING DH-SCHOOL-RM126-LHWF-FD LOW HAND WATER FOUNTAIN-, 126-Classroom Sinks non-detect NO N/A N/A N/A N/A Routine Control Measures Only N/A N/A

DRINKING DH-SCHOOL-RM126-HHWF-FD HIGH HAND WATER FOUNTAIN -, 126-Classroom Sinks 2.3 NO N/A N/A N/A N/A Routine Control Measures Only N/A N/A

DRINKING DH-SCHOOL-RM134-WFB-FD WATER FOUNTAIN (BUBBLER)-, 134-Classroom Sinks non-detect NO N/A N/A N/A N/A Routine Control Measures Only N/A N/A

DRINKING DH-SCHOOL-HLW134-WFC-FD WATER FOUNTAIN (COOLER)-First Draw, 134-Hallway non-detect NO N/A N/A N/A N/A Routine Control Measures Only N/A N/A

DRINKING DH-SCHOOL-HLW122-WFC-FD WATER FOUNTAIN (COOLER)-First Draw, 122-Halway non-detect NO N/A N/A N/A N/A Routine Control Measures Only N/A N/A

DRINKING DH-SCHOOL-RM121B-WFCB-FD WATER FOUNTAIN (COOLER)-First Draw, 121B-Classroom Sinks non-detect NO N/A N/A N/A N/A Routine Control Measures Only N/A N/A

DRINKING DH-SCHOOL-WF-FD WATER FOUNTAIN -First Draw, -Teachers Training Room non-detect NO N/A N/A N/A N/A Routine Control Measures Only N/A N/A

COOKING DH-SCHOOL-RM121B-K-FD KITCHEN SINK FOR FOOD PREP-First Draw, 121B-Classroom Sinks non-detect NO N/A N/A N/A N/A Routine Control Measures Only N/A N/A

COOKING DH-SCHOOL-RM121B-K-FD KITCHEN SINK FOR FOOD PREP-First Draw, 122-Classroom Sinks non-detect NO N/A N/A N/A N/A Routine Control Measures Only N/A N/A

COOKING DH-SCHOOL-K-FD KITCHEN SINK FOR FOOD PREP-First Draw, -Teachers Training Room non-detect NO N/A N/A N/A N/A Routine Control Measures Only N/A N/A

WASHING DH-SCHOOL-RM101-LHW-FD LOW HAND WASHING FAUCET (youth)-, 101-Classroom Sinks 2.6 NO N/A N/A N/A N/A Routine Control Measures Only N/A N/A

WASHING DH-SCHOOL-RM102-LHW-FD LOW HAND WASHING FAUCET (youth)-, 102-Classroom Sinks 2.1 NO N/A N/A N/A N/A Routine Control Measures Only N/A N/A

WASHING DH-SCHOOL-RM103-HHWA-FD HIGH HAND WASHING -, 103-Classroom Sinks 1.4 NO N/A N/A N/A N/A Routine Control Measures Only N/A N/A

WASHING DH-SCHOOL-RM104-Boys-HHWA-FD HIGH HAND WASHING (Boys)-A, 104-Classroom Sinks non-detect NO N/A N/A N/A N/A Routine Control Measures Only N/A N/A

WASHING DH-SCHOOL-RM104-Boys-HHWB-FD HIGH HAND WASHING (Boys)-B, 104-Classroom Sinks 1 NO N/A N/A N/A N/A Routine Control Measures Only N/A N/A

WASHING DH-SCHOOL-RM105-Girls-HHWA-FD HIGH HAND WASHING (Girls)-A, 105-Classroom Sinks 1.6 NO N/A N/A N/A N/A Routine Control Measures Only N/A N/A

WASHING DH-SCHOOL-RM105-Girls-HHWB-FD HIGH HAND WASHING (Girls)-B, 105-Classroom Sinks non-detect NO N/A N/A N/A N/A Routine Control Measures Only N/A N/A

WASHING DH-SCHOOL-BTH108-LHWA-FD LOW HAND WASHING FAUCET (youth)-A, 108-Bathroom non-detect NO N/A N/A N/A N/A Routine Control Measures Only N/A N/A

WASHING DH-SCHOOL-RM108-LHWB-FD LOW HAND WASHING FAUCET (youth)-B, 108-Classroom Sinks 1.1 NO N/A N/A N/A N/A Routine Control Measures Only N/A N/A

WASHING DH-SCHOOL-BTH109-LHWA-FD LOW HAND WASHING FAUCET (youth)-A, 109-Bathroom non-detect NO N/A N/A N/A N/A Routine Control Measures Only N/A N/A

WASHING DH-SCHOOL-RM109-LHWB-FD LOW HAND WASHING FAUCET (youth)-B, 109-Classroom Sinks non-detect NO N/A N/A N/A N/A Routine Control Measures Only N/A N/A

WASHING DH-SCHOOL-BTH110-LHWA-FD LOW HAND WASHING FAUCET (youth)-A, 110-Bathroom 1.9 NO N/A N/A N/A N/A Routine Control Measures Only N/A N/A

WASHING DH-SCHOOL-RM110-LHWB-FD LOW HAND WASHING FAUCET (youth)-B, 110-Classroom Sinks non-detect NO N/A N/A N/A N/A Routine Control Measures Only N/A N/A

WASHING DH-SCHOOL-RM111-LHWA-FD LOW HAND WASHING FAUCET (youth)-A, 111-Classroom Sinks non-detect NO N/A N/A N/A N/A Routine Control Measures Only N/A N/A

WASHING DH-SCHOOL-BTH111-LHWB-FD LOW HAND WASHING FAUCET (youth)-B, 111-Bathroom 1.4 NO N/A N/A N/A N/A Routine Control Measures Only N/A N/A

WASHING DH-SCHOOL-RM112-LHWA-FD LOW HAND WASHING FAUCET (youth)-A, 112-Classroom Sinks non-detect NO N/A N/A N/A N/A Routine Control Measures Only N/A N/A

WASHING DH-SCHOOL-RM112-LHWB-FD LOW HAND WASHING FAUCET (youth)-B, 112-Classroom Sinks 1.3 NO N/A N/A N/A N/A Routine Control Measures Only N/A N/A

WASHING DH-SCHOOL-RM113-HHWA-FD HIGH HAND WASHING (Adults)-A, 113-Classroom Sinks non-detect NO N/A N/A N/A N/A Routine Control Measures Only N/A N/A

WASHING DH-SCHOOL-RM113-HHWB-FD HIGH HAND WASHING (adults)-B, 113-Classroom Sinks non-detect NO N/A N/A N/A N/A Routine Control Measures Only N/A N/A

WASHING DH-SCHOOL-RM113-LHWA-FD LOW HAND WASHING FAUCET (youth)-A, 113-Classroom Sinks non-detect NO N/A N/A N/A N/A Routine Control Measures Only N/A N/A

WASHING DH-SCHOOL-RM113-LHWB-FD LOW HAND WASHING FAUCET (youth)-B, 113-Classroom Sinks non-detect NO N/A N/A N/A N/A Routine Control Measures Only N/A N/A

WASHING DH-SCHOOL-RM115-HHW-FD HIGH HAND WASHING (Men's Bath)-, 115-Classroom Sinks non-detect NO N/A N/A N/A N/A Routine Control Measures Only N/A N/A

WASHING DH-SCHOOL-RM116-LHWA-FD LOW HAND WASHING FAUCET (youth)-A, 116-Classroom Sinks non-detect NO N/A N/A N/A N/A Routine Control Measures Only N/A N/A

WASHING DH-SCHOOL-RM116-LHWB-FD LOW HAND WASHING FAUCET (youth)-B, 116-Classroom Sinks non-detect NO N/A N/A N/A N/A Routine Control Measures Only N/A N/A

WASHING DH-SCHOOL-RM118-LHWA-FD LOW HAND WASHING FAUCET (youth)-A, 118-Classroom Sinks 1.9 NO N/A N/A N/A N/A Routine Control Measures Only N/A N/A

WASHING DH-SCHOOL-RM123-HHWA-FD HIGH HAND WASHING (adults)-A, 123-Classroom Sinks 7.3 NO N/A N/A N/A N/A Replace Fixture 1.8 N/A

WASHING DH-SCHOOL-RM123-HHWB-FD HIGH HAND WASHING (adults)-B, 123-Classroom Sinks 25 YES NA NA NA N/A Replace Fixture 4.4 N/A

WASHING DH-SCHOOL-RM123-HHWC-FD HIGH HAND WASHING (adults)-C, 123-Classroom Sinks 27.9 YES NA NA NA N/A Replace Fixture 0.64 N/A

WASHING DH-SCHOOL-RM123-HHWD-FD HIGH HAND WASHING (adults)-D, 123-Classroom Sinks 9.3 NO N/A N/A N/A N/A Routine Control Measures Only N/A N/A

WASHING DH-SCHOOL-RM124-LHW-FD LOW HAND WASHING FAUCET (youth)-0, 124-Classroom Sinks 4.2 NO N/A N/A N/A N/A Routine Control Measures Only N/A N/A

WASHING DH-SCHOOL-RM125-LHW-FD LOW HAND WASHING FAUCET (youth)-0, 125-Classroom Sinks 8.2 NO N/A N/A N/A N/A Routine Control Measures Only N/A N/A

WASHING DH-SCHOOL-RM126-LHWA-FD LOW HAND WASHING FAUCET (youth)-A, 126-Classroom Sinks 2.2 NO N/A N/A N/A N/A Routine Control Measures Only N/A N/A

WASHING DH-SCHOOL-RM126-LHWB-FD LOW HAND WASHING FAUCET (youth)-B, 126-Classroom Sinks 5.7 NO N/A N/A N/A N/A Routine Control Measures Only N/A N/A

WASHING DH-SCHOOL-RM132-HHWA-FD HIGH HAND WASHING (girls)-A, 132-Classroom Sinks non-detect NO N/A N/A N/A N/A Routine Control Measures Only N/A N/A

WASHING DH-SCHOOL-RM132-HHWB-FD HIGH HAND WASHING (adults)-B, 132-Classroom Sinks non-detect NO N/A N/A N/A N/A Routine Control Measures Only N/A N/A

WASHING DH-SCHOOL-RM133-HHW-FD HIGH HAND WASHING (boys)-0, 133-Classroom Sinks non-detect NO N/A N/A N/A N/A Routine Control Measures Only N/A N/A

WASHING DH-SCHOOL-RM134-LHWA-FD LOW HAND WASHING FAUCET (youth)-A, 134-Bathroom non-detect NO N/A N/A N/A N/A Routine Control Measures Only N/A N/A

WASHING DH-SCHOOL-RM134-LHWC-FD LOW HAND WASHING FAUCET (youth)-C, 134-Classroom Sinks non-detect NO N/A N/A N/A N/A Routine Control Measures Only N/A N/A

WASHING DH-SCHOOL-RM121B-HHWB-FD HIGH HAND WASHING -Sprayer-First Draw, 121B-Classroom Sinks non-detect NO N/A N/A N/A N/A Routine Control Measures Only N/A N/A

WASHING DH-SCHOOL-Bath121B-HHWB-FD HIGH HAND WASHING (adults)-First Draw, 121B-Bathroom Faucets non-detect NO N/A N/A N/A N/A Routine Control Measures Only N/A N/A

WASHING DH-SCHOOL-RM131B-HHWA-FD HIGH HAND WASHING (adults)-First Draw, 131B-Classroom Sinks 14.2 YES NA NA NA N/A Replace Fixture 0.72 N/A

WASHING DH-SCHOOL-RM131B-HHWB-FD HIGH HAND WASHING (adults)-First Draw, 131B-Classroom Sinks non-detect NO N/A N/A N/A N/A Routine Control Measures Only N/A N/A

WASHING DH-SCHOOL-RM131E-HHWA-FD HIGH HAND WASHING (adults)-First Draw, 131E-Classroom Sinks non-detect NO N/A N/A N/A N/A Routine Control Measures Only N/A N/A

WASHING DH-SCHOOL-Boys-HHWA-FD HIGH HAND WASHING (Boys)-First Draw, -Teachers Training Room non-detect NO N/A N/A N/A N/A Routine Control Measures Only N/A N/A

WASHING DH-SCHOOL-Girls-HHWB-FD HIGH HAND WASHING (Girls)-First Draw, -Teachers Training Room non-detect NO N/A N/A N/A N/A Routine Control Measures Only N/A N/A

Table 2. Summary Statistics
INITIAL SAMPLING RESULTS POST REMEDIATION RESULTS 

First Draw (ppb) First Draw (ppb) 

21 0 15

0 0

3 0

0 0

45 4

2 0

69 4

2 0

SAMPLING LOCATION DESCRIPTION INITIAL SAMPLING RESULTS RE-SAMPLING RESULTS CORRECTIVE ACTIONS POST REMEDIATION SAMPLING RESULTS

Lead Screening Level of 15ppb Recommeded Level = 15ppb

10/17/2019

10/31/2019

Notes: 
¹ Affected outlets were immediately secured after receiving verbal communication from the lab on results exceeding the recommended level of 15 ppb.
² Post-remediation sampling was conducted.  Additional  corrective actions were implemented and final results below recommended level of 15 ppb for sample collected and are shown on the table.

CATEGORY RE-SAMPLING RESULTS

Lead Screening Level of 15ppb

Water Fountain 
Follow up Flush Sample - Collected 

day before First Draw Sampling
(ppb)

First Draw (ppb) Follow up Flush
- Collected 30 seconds after First Draw 

Sampling
(ppb) 

Total Drinking
0 0 0

Total Drinking > 15 ppb
0 0 0

Total Cook
0 0 0

Total Cook> 15 ppb
0 0 0

Total Washing
0 0 0

Total Washing > 15 ppb
0 0 0

Total Samples
0 0 0

Total Samples > 15 ppb
0 0 0



APPENDIX  E - Summary Results Table
Priority Areas Lead Testing and Corrective Actions (05/2020) 

NSF-Dahlgren Youth Activity Center
Building No: 470

E-4 Enclosure (1)

Table 1. Summary of Results

CATEGORY SAMPLE
ID

Outlet Description Comments First Draw 
(ppb)

Retest 
required?

Date Fixture
Secured? 

(See Note 1)

Water Fountain 
15 min. Follow up Flush 
Sample - Collected day 

before First Draw 
Sampling

(ppb)

First Draw  
(ppb)

Follow up Flush
- Collected 30 seconds 

after First Draw 
Sampling

(ppb) 

Description First Draw 
(ppb)

(See note 2)

Follow up Flush
- Collected 30 seconds after 

First Draw Sampling
(ppb) 

SAMPLING DATE 8/10/2019 8/10/2019 8/10/2019 8/10/2019

RESULTS DATE 8/21/2019 8/21/2019 8/21/2019 8/21/2019

DRINKING DH-YAC-WFC-FD WATER FOUNTAIN COOLER-, -INSIDE non-detect NO N/A N/A N/A N/A Routine Control Measures Only N/A N/A

COOKING DH-YAC-RM101-K-FD KITCHEN SINK FOR FOOD PREP-, 101-Classroom Sinks 1.5 NO N/A N/A N/A N/A Routine Control Measures Only N/A N/A

WASHING DH-YAC-Bath105-HHW-FD HIGH HAND WASHING (adults)-, 105-Bathroom Faucets (Staff) non-detect NO N/A N/A N/A N/A Routine Control Measures Only N/A N/A

WASHING DH-YAC-Bath106-HHWA-FD HIGH HAND WASHING (boys)A-, 106-Bathroom Faucets non-detect NO N/A N/A N/A N/A Routine Control Measures Only N/A N/A

WASHING DH-YAC-Bath106-HHWB-FD HIGH HAND WASHING (boys)B-, 106-Bathroom Faucets non-detect NO N/A N/A N/A N/A Routine Control Measures Only N/A N/A

WASHING DH-YAC-Bath107-HHWA-FD HIGH HAND WASHING (girls)A-, 107-Bathroom Faucets non-detect NO N/A N/A N/A N/A Routine Control Measures Only N/A N/A

WASHING DH-YAC-Bath107-HHWB-FD HIGH HAND WASHING (girls)B-, 107-Bathroom Faucets non-detect NO N/A N/A N/A N/A Routine Control Measures Only N/A N/A

Table 2. Summary Statistics
INITIAL SAMPLING RESULTS POST REMEDIATION RESULTS 

First Draw (ppb) First Draw (ppb) 

1 0 15

0 0

1 0

0 0

5 0

0 0

7 0

0 0
Total Samples > 15 ppb

0 0 0

Total Washing > 15 ppb
0 0 0

Total Samples
0 0 0

0 0 0

Total Drinking > 15 ppb
0 0 0

Total Cook
0 0

Total Cook> 15 ppb
0 0 0

Total Washing

SAMPLING LOCATION DESCRIPTION INITIAL SAMPLING RESULTS RE-SAMPLING RESULTS

0

Total Drinking
0 0 0

CATEGORY RE-SAMPLING RESULTS

Lead Screening Level of 15ppb

Water Fountain 
Follow up Flush Sample - Collected day 

before First Draw Sampling
(ppb)

First Draw (ppb)

Notes: 
¹ Affected outlets were immediately secured after receiving verbal communication from the lab on results exceeding the recommended level of 15 ppb.
² Post-remediation sampling was conducted.  Additional  corrective actions were implemented and final results below recommended level of 15 ppb for sample collected and are shown on the table.

Follow up Flush
- Collected 30 seconds after First Draw 

Sampling
(ppb) 

POST REMEDIATION SAMPLING RESULTS

Lead Screening Level of 15ppb Recommeded Level = 15ppb

CORRECTIVE ACTIONS

mm/dd/yyyy

mm/dd/yyyy
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